1500 GALLON (2 COMPARTMENT) TANK
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1. ALL INLET AND OUTLET PIPES SHALL BE INSTALLED NO MORE THAN 12"
FROM THE BOTTOM OF THE GREASE TRAP.

2. TANK TAPERS TOP TO BOTTOM AND IS TRAPEZOIDAL IN CROSS SECTION.

3. TANK IS 4000 PS|I CONCRETE-STEEL REINFORCED CONCRETE CONFORMS
CONCRETE CONFORMS TO ACl 318-16-4.5.1 AND 318-16-5.4.2.

4. DIMENSION: 10'11"Lx5'&"Wx52"D (EXTERNAL DIMENSIONS)

5. WHEN LOCATED IN DRIVEWAYS OR PAVED AREAS, GREASE TRAP
TO BE DESIGNED FOR APPROPRIATE LOAD BEARING CONDITIONS.
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